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Table 3-3. Sump Pump Checklist.

SUMP PUMP CHECKLIST

ITEM PUMPS' DESCRIPTION
1. ELECTRICALLY DRIVEN.

2. DUPLEX SYSTEM WITH ALTERNATOR.

3. DEDICATED ELECTRICAL SERVICE.

4, SUBMERGED OPERATION IN 200'F WATER.
5. ENTIRE PUMPING SYSTEM CAPABLE OF

200,000 CYCLES OF OPERATION IN
200"F, 100% RELATIVE HUMIDITY ENVIR.

6. PERMANANTLY LUBRICATED BEARINGS.

7. BRONZE IMPELLER.

8. MONEL SHAFT.

9. CAPABLE OF PASSING 3/8 INCH SPHERES.
10. SCREENED INLET.

11. BRONZE HOUSING.
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